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PIER 1 TOWER LIGHTS SCHEDULE (ROADWAY LEVEL)
ci i Location tq. Fixt REGIS, EREDE%@?:JMNEEJDATE
N:;ggr Station | Roadway |Suspend at Mount ing L g'Tyég ure ngEggé Remarks
side Panel Point
12-6-04
A-3009 57343 S PYLON LICHT[NG . PLANS APPROVAL DATE
outh PP-35/36 Bridge deck MAT-1B-D 2-1000 W with Remote Ballast
A-3009 57445 South PP-36 Bridge deck MAT-1C-D 1-1000 W with Remote Ballast PB PONER, Inc.
A-3009 57451 South | PP-36/31 Bridge deck MAT-1A-D 2-1000 W with Remote Ballast §O§°Srs°”sdBg‘*”“s‘elqho‘f(‘;o,iompmy
A-3009 57+64 South PP-39 Bridge deck MAT-3-D 2-250 W with Remote Ballast o e san CA  SAIOTI3IT
A-3009 [ h~~BARBGIAAL, SOuTh _~RRAI0, Crossbeam MAT-3-RC 2-250 W with Remote Ballast E———— ) P —
A- +75. +h - 1 - - ) H he State allfornla or its cers or agents shall not be responsible for
3009(“ 57+75.5 Wor L?; West of PP-42 Y| Bridge deck MAT-1A-D ﬁg 7 1000 W with Remote Ballast T aosass ot cpias of s pln sl
A-3010 58+14 F—South PP-48/49 Bridge deck MAT-1B-D 2-1000 W with Remote Ballast
A-3010 | _58+12 South PP-48 Bridge deck MAT-1C-D | 1-1000 W | with Remote Ballast Caltrans oow Pas o web shelTo gal o 1 web sl go o M/ oo
A-3010 58+06 South PP-47/48 Bridge deck MAT-1A-D 2-1000 W with Remote Ballast
A-3010 57+93 South PP-45 Bridge deck MAT-3-D 2-250 W with Remote Ballast
A-3010 51+88. South P44 Crossbeam MAT-3-RC L2250 W with Remote Ballast
A-3010{ | 57+80.5 | Worth East of PP-42\| Bridge deck MAT-1A-D ,\(\_1_;)1000 W with Remote Ballast
1 .
A NN
<:> 20 meter light poles, luminaires
and |lowering devices shall be state
LIGHTING POLE SCHEDULE 23;?',22?%?" installed by the
Location Mounting Remarks :
Circuit Pole . i Ltg. Fixture| Number/ )
Station | Roadway |Suspend at| M€19 (Mounting NOTES:
Number Number O e ot (W ,ZCX Type Wattage Provisions - NOTES:
S-1031 1031-1 55+98 South - et MSR-2B-L 3-400 W 1. For Roadway Level Lighting Wiring
A-1035 20 MAM-3 1-250 W Pole mounTed\17 Diagrams sée sheets E-54 thru E-55.
E::g;; 1031-2 56+38 South - 20 Miﬁgﬁ?{L ?:ggg a Pole mounted t 2. For Roadway Level Lighting Conduit
Plan see sheets E-46 thru E-51.
S-1031 1031-3 60+08 South - MSR-2-L 2-400 W
S-1031 20 MSR-2B-L 3-400 W Pole mounted 3. For type of Roadway poles. Refer to
A-1035 MAM-3 1-250 W ZCX Sheets E-85 thru E-89.
S-1031 1031-4 60+58 South - MSR-2-L 2-400 W
5-1031 20 MSR-2B-L | 2-400 W Pole mounted >(1)
A-1035 MAM-3 1-250 W ¢
S-1032 1032-1 61+10 South - MSR-2-L 2-400 W
$-1032 20 MSR-2B-L 2-400 W Pole mounted |
A-1035 MAM-3 1-250 W
S-1032 1032-2 61+63 South - MSR-2-L 2-400 W
S-1032 20 MSR-2B-L 2-400 W Pole mounted
A-1035 MAM-3 1-250 W

LIGHTING FIXTURE TYPE DESIGNATION

Example: MSR-2B-C (See Special provisions for additional information)
= SAS Safety light

MSR

:(Z:B ; egr?lo A‘gggz | REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE |
MP
Location Function Application Number/ Beam Angles Mounting Type Zﬁl kZ”QNJ ELECTRICAL MODIFICATIONS EL| RR | 42
{Letter) (Letter) Letter) Lamp Wattage (Letter) (Letter) [ MaRK] DATE] DESCRIPTIONS By|cH'p[CCO¥ :
M [SAS Aesthetic light Downward flood light 1000 W Cable REVISJONS

Safety light

Upward flood |ight

400 W

Roadway deck

Roadway |ight

250 W

A
B
C

Pier Base/ P

ole mount

CONTRACT CHANGE ORDER NO.

175 W SHEET OF
100 W

50 W

Pylon flood light
Marker 1ight

Roadway at Cross beam
Pole mounted without lower/raiser
Pole mounted with lower/raiser
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Pylon marker Tight

Bike path Iight

Belvedere |ight
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Light pipe
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DETAILS

SAS SUPERSTRUCTURE ROADWAY WESTBOUND

LIGHTING SCHEDULES
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